Magnesium anode Air vent (G3/4") Expansion vessel (G3/4")

Heat pump water inlet (G1") Water temperature sensor 1
(Connect to HP DHW outlet)

\ﬁu@ﬁ

Water temperature sensor 2/3
PG7

Backup source inlet (G1")
(Connect to backup source outlet)

8520
0520
|
////'fi T o P/T Valve(G3/4") DHW outlet (2*G1/2")
| %
'l
1 @ (=3
J ¢ 28

Handle

162045

705

1
|
I
Handle \ i
1
I
i

Backup source outlet (G1")
(Connect to backup source inlet)

PANA
/

Heat pump water outlet (G1")

DHW inlet (2*G1/2")
/%
=

(Connect to HP DHW inlet) @

N

L g =
0~ =
| ] [ Electric heater (3kW
N | _ g\Drain{water supply _ —
D - (G3/4")
SIGHT A a SIGHT B

Wsoul-200L

MIGLIO




Magnesium anode Air vent (G3/4") Expansion vessel (G3/4")
P/T Valve(G3/4") 7580

DHW outlet (2*G3/4") e 120__ 120

J}

100

/ Water temperature sensor

Backup source outlet (G1")

1
1
1
|
}
I
1
1
|
|
|
|
|
|
|
(Connect to backup source inlet) |
1
|
®
1
\1[_/
|

|
Heat pump water inlet (G1") |
(Connect to HP DHW outlet) i //
. L
= _____éeﬁ—%‘\ . =
|
| Backup source inlet (G1")
i 2 (Connect to backup source outlet)
. =
|
. | g o
DHW inlet (2*G3/4") | s &
| . i
1
i
1

Heat pump water outlet (G1")
(Connect to HP DHW inlet)

\ T

———— Drain/water supply
(63/4")

Electric heater (3kW) /

270

SIGHT B SIGHT A

Wsoul-300L

MIGLIO




Magnesium anode Air vent (G3/4") @700 Expansion vessel (G3/4")

@700 P/T Valve(G3/4")
DHW outlet (2*G3/4")
| %

“Nool 200

i Lo
-
Water temperature sensor | L Watert . !
Q ater temperature sensor
| P | = 3 PG7 i’
L] |
|
Heat ter Inlet (61-1/2") Backup source inlet (G1-1/2") !
eat pump water Inlet (G1-
(Connect to HP DHW outlet) //m/[Connect to backup source outlet) |
gl & ®
© [Ted
- o~
- 1
|
|
|
| o
1 0
o

Handle\

L
1050

Electric heater (3kW)

\

Heat pump water outlet (G1-1/2")
(Connect to HP DHW inlet) —

% DHW inlet (2*G1/2")

Drain/water supply

| — (63/4")

Backup source outlet (G1-1/2")
/ (Connect to backup source inlet)

dhdbh db

RN

N

SIGHT A

Wsoul-500L

MIGLIO




